© 2018 California Department of Transportation

All Ri

ghts Reserved

PULL

BOX,

NOT PART

OF ELECTRICAL WORK

IRRIGATION CONTROLLER

ENCLOSURE CABINET,

NOT PART OF ELECTRICAL WORK
/~—CONDUIT FROM

ELECTRIC SERVICE

PB

1"c
[——JOINT

—— CONCRETE PAD,
NOT PART OF
ELECTRICAL WORK

== ==
A [
}u ©H} | ©H}
) ﬂ r LNl |} T
e
CONCRETE FOUNDATION, T O !
NOT PART OF ELECTRICAL WORK ——| 8 N
GROUNDING ELECTRODE N / \\
iL,, ~
R
°
SECTION A-A

2 g"

GROUND CLAMP
GROUNDING ELECTRODE

ELEVATION
DETAIL A

IRRIGATION CONTROLLER,
NOT PART OF ELECTRICAL WORK

Y/2"C, TYPE 1 OR 4

REAR-MOUNTED
ELECTRICAL

JUNCTION BOX
SEE DETAIL C

1"C

GROUND CLAMP, Typ

CONDUIT FROM SERVICE
EQUIPMENT ENCLOSURE

CONCRETE FOUNDATION, NOT PART

OF ELECTRICAL WORK

GANG JUNCTION BOX ! 00
x | o

I oo H
| g

TO 120 V

pist| county ROUTE

POST MILES
TOTAL PROJECT

SHEET)
No.

SHEETS

TOTAL

October 19, 2018
PLANS APPROVAL DATE

REG]STE?ED ELECTRICAL ENGINEER

THE STATE OF CALIFORNIA OR ITS OFFICERS
07 AGENTS SHALL NOT BE RESPONSIBLE FOR
THE ACCURACY OF COMPLETENESS OF SCANMED
COPIES OF THIS PLAN SHEET.

TO ACCOMPANY PLANS DATED

NOTES:

1. See Standard Plan H10 for other details.

2. Underground electrical work done prior fo

foundation installation,

SERVICE

—G

GROUNDING LUG

4

ON/OFF
SWITCH

ON/OFF
SWITCH

IRRIGATION
CONTROLLER

WHEN REQUIRED

IRRIGATION CONTROLLER ENCLOSURE CABINET
WIRING DIAGRAM (T

WHEN REOUIRED]

DETAIL B

1/2"C, TYPE 1 OR 4

| &/
ON/OFF SWITCH

| —15 A, cB

GFCI DUPLEX
RECEPTACLE

ELECTRICAL JUNCTION BOX L AYOUT
DETAIL C

[]’/////“"’REAR*MOUNTED
6" x 6" x 35"

JUNCTION BOX

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS
(IRRIGATION CONTROLLER
ENCLOSURE CABINET)

NO SCALE

RSP ES-3H DATED OCTOBER 19, 2018 SUPERSEDES STANDARD PLAN ES-3H
DATED MAY 31, 2018 - PAGE 494 OF THE STANDARD PLANS BOOK DATED 2018.
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